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Water Audit Level lValidation- Validator Review & Certification Statement

Water Svstem(s) This Audit Covers:

Public Water System ldentification (pWSlD)l: CA 3310016 Water System lrtame City Of Hemet
lList only L PWS\D which shoutd match the PWSID on the FWAS Instructions Tob. For Special cases where the audit covers muttipte wdter systems connected

K6{ä3îËffijä2:dtå'ififl:{:ifi"j,ij¡3í:Í"#íttionat PWSrDs in the Notes betow and describe the water distribution system(s)confisurotion.

Audit Period:

Water System Representatives:
Travis Holyoak, Brian G

Validation Findings & Confirmation Statement: | çsrtify this meets the requirements of 23 CCR 639.5 (þX4XA-C).

Kev Audit Metrics:

tlt 0.10
Real Loss: 1.73 (gallconn/day)

Apparent Loss: 3.80 (gal/conn/day)

Validation Date: 1 113t2021

Sufficient Supporting Documents Provided: Yes

Data Validity Score: 60 Data Validity Band (Levet): Band lll (51-20)

Non-revenue water âs percent of cost of operat¡ng system: 0.g

Cerification Statement by Validator:
This water loss audit report has been Level L validated per the requirements of California Code of Regulations Title 23, Division 2, Chapter 7 and
the California Water Code Section 10608.34.

All recommendations on volume derivation and Data Validity Grades were incorporated into the water aud¡t.

lÍ not, rejected recommendotions ore included here:

Validator lnformation :

Water Aud¡t Validator: Larry L., Will Jernigan Validator Qualifications: Water Audit Val¡dator Certificate issued by the CA-NV Section of the AWWA

DWR Version 9l22l2L



WaterAudit Level lValidation- Water System Certification Statement

Water Svstemls) This Audit Covers:

Public Water System ldentification (PWSID)I: cn 3310016 Water System Name Çify Of Hemet
1 

List only 1 PWSTD which should match the PWSID on the FWAS lnstructions Tsb. For Speciol cases where the audit covers muttipte water systems
connected with permanent two-way interties, list those additionol PWS\Ds in the Notes below ønd describe the water distributian system(s) configuration
Notes:

Water Audit & Water Loss lmprovement Steps:
1. Steps Take n: Water SYstem to identify steps taken in the preceding 3 years to increase dato vol¡dity, reduce real loss, and reduce apporent
Ioss as informed bv the onnualvolidated water oudit:

install of AMI meter system, testing of production meters
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address these issues. lf you olreadv know whot steps you plan to take, vou mav list them here. If not, please prepare a response within 90 davs
(23 CCR Section 638.6[aD.

continue to test production meters annually, GIS mapping of all water infrastructure.

Certification Statement by Utility Executive

This water loss audit report meets the requirements of California Code of Regulations Title 23, Division 2, Chapter 7 and the California Water Code Section
10608.34 and has been prepared in accordance with the method adopted by the American Water Works Association, as contained in their manual, Water
Audit ønd Loss Control Progroms, Manual M36, Fourth Edition and in the Free Water Audit Software version 5.

Executive Name (Print) Executive Position Date

11t8t2021Travis Holyoak Water Superintendent
Signature

DWR Version 9l22l2t


